The penetration of distributed generation is rapidly increasing in the power system. Traditionally, a fit-and-forget approach has been applied for grid integration of distributed generation, by investing in a grid capacity that can deal with worst-case situations. However, there is now increasing interest for the possible cost savings that can be achieved through more active network management. This paper presents a case study on the possible socio-economic benefit of postponing a grid upgrade in an area of surplus generation. Two alternatives for grid integration of an 8 MW run-on-river hydro power plant in the southern part of Norway are investigated: (i) grid upgrade; and (ii) active power curtailment whenever needed to avoid network congestion. This study shows that cost savings corresponding to 13% of the investment cost for the grid upgrade is possible through active power curtailment.
Introduction
The number of distributed generation units in the power system is rapidly increasing worldwide, and integration of distributed generation based on renewable resources is an important measure in order to meet the world's increasing energy demand in a sustainable way [1] . However, integration of a large amount of variable production from renewable sources may impose challenges to the distribution grid, such as violation of voltage or current limits [2, 3] . Traditionally, a fit-and-forget approach has been applied when integrating distributed generation to the power system. Consequently, the grid has to be designed for the worst case, typically being minimum load and maximum generation, even if these conditions only occur for a few hours each year. This conservative approach may prevent integration of renewable distributed generation due to high costs related to grid upgrades.
There has been extensive research on alternative measures of increasing the grids' hosting capacity for distributed generation in the past few decades, and there seems to be a consensus that a transition to a more active distribution network management would be favorable [4] [5] [6] [7] .
Several different methods related to increasing the hosting capacity with the use of active network management strategies are proposed in the literature, including coordinated voltage control and reactive power compensation [8] [9] [10] [11] , active power curtailment [12] [13] [14] , or a combination of the two [6, [15] [16] [17] [18] [19] . Several countries (not including Norway) allow the utilization of active power curtailment as an alternative to grid investments, and thus allow grid companies to plan for curtailment of generation and delay/avoid reinforcement for practical or economic reasons [3] . Methods for optimizing the operation of active networks are also discussed in the literature [19] [20] [21] . There is a balance between minimizing the costs of energy curtailment and the cost of transmission losses.
Active network management strategies in order to increase the hosting capacity in a grid will typically result in higher transmission losses compared to the traditional method of upgrading the grid. This will limit how much the hosting capacity can be increased through active management strategies before grid upgrades become the preferred solution. In [22] , a method for finding the optimal hosting capacity with the use of active network management strategies, considering grid reinforcement cost, cost of transmission losses, and energy curtailment costs, as seen from both the distribution system operator (DSO) and the wind farm operator is suggested. There are also other studies that consider economic aspects of active network management compared with grid upgrades [12, 23, 24] . However, there are few studies focused on the potential socio-economic benefits of utilizing active power curtailment to postpone grid investments.
This paper presents a case study on the socio-economic gains of allowing active power curtailment as an alternative to grid upgrade for a specific case of relevance for a grid company in Southern Norway. The paper will also present a method for comparing these two alternatives for increasing the hosting capacity of the grid.
Case Description
In 2007, an 8 MW run-on-river hydro power plant was connected to a regional grid within a surplus area in Sothern Norway. As a result, the total surplus within the area could exceed the grid capacity in some hours during the year if no actions were taken. The capacity of the existing connection out of the area was 29 MW, while Table 1 shows that the required capacity after connection of the new generation will be 32 MW. The values in Table 1 are based on measurements of the maximum power injection from new and existing generation and the minimum load, and the calculated losses for this situation. In this study, it is a premise that the capacity in the overlying transmission grid is sufficient to handle the generation from the new run-on-river hydro power plant without any power rejections [25] . The two considered measures are described below. 
Alternative 1: Active Power Curtailment
The run-on-river hydro power plant was connected to the existing grid in Node 4, cf. Figure 1a , and an agreement was put in place with a neighboring dam hydro power plant, connected to Node 1, to curtail the production at times when the thermal capacity of the grid was violated. This was seen as a temporary solution for the next 10 years because the existing connection line to the main grid (from Node 5 to Node 6) had to be replaced due to aging. Expensive investments could then be postponed through the use of active power curtailment. This was the chosen solution by the grid company in 2007, and the base case in our study. This strategy was possible in 2007 as the Norwegian regulation at that time was different from today.
Alternative 2: New Transmission Line
In this alternative, the transmission line between Nodes 5 and 6 in Figure 1a is replaced by a new transmission line between Nodes 6 and 7, whereas the old connection between Nodes 5 and 6 is torn down. The new grid configuration is illustrated in Figure 1b . The capacity in the grid is then sufficient for a worst-case scenario, so no active power curtailment is necessary. Other alternatives for grid upgrades were also considered, but this was the preferred solution by the DSO. 
Overview of Loads and Production
The existing power plants are mainly located in node 1, the new run-on-river hydro power plant is connected to Node 4, and the load in the network is mainly located in Node 7. Node 6 represents the connection to the central transmission grid. The total amount of energy injected in to each node in 2013, i.e., the sum of the production and load under each node, is presented in Table 2 . The grid is operated at 60 kV. More information on the loads and generation and time series measurements of the average power for each hour in each node can be found in Table S1 in Supplementary Materials. 
Quantification of Costs for the Two Alternatives

Cost Components
The goal of this study is to analyze if there could be a socio-economic benefit of postponing the considered investment. The impacts for each different individual stakeholder are therefore not included, e.g., to which degree the DSO can compensate its investment costs by increasing the tariffs. The net present value, including all relevant socio-economic costs, was used to compare the two 
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Cost Components
The goal of this study is to analyze if there could be a socio-economic benefit of postponing the considered investment. The impacts for each different individual stakeholder are therefore not included, e.g., to which degree the DSO can compensate its investment costs by increasing the tariffs.
The net present value, including all relevant socio-economic costs, was used to compare the two alternatives. The total cost for each alternative is shown in (1), where K T j is the total cost for alternative j, K i,j is one cost component for alternative j, whereas I is the set of cost components.
Only cost types that were different in the two alternatives were included in the analysis, and all cost elements were determined in cooperation with the DSO responsible for the grid integration. The following cost components were included in the analysis:
• In our case, there were no costs of lost energy from the developer's perspective since it was the dam hydropower plant that curtailed production if needed. The corresponding compensation from the developer of the new run-on-river hydro power plant to the dam hydro power plant was regulated by an agreement between them. However, no such compensation was needed within the planning period. The cost of shifting some dam hydro power production away from the critical hours to other hours has therefore been set to zero in our study. This might be different in other cases, especially if no dam hydro power plants or, for example, flexible thermal power plants exist in the area. If there had been losses in production, it would be valuated at the producer price for electricity including any support for renewable generation.
Even if the considered area is well within one of the price zones in the Nordic system, the considered investment could in principle have some impact on the transmission capacity towards other price zones. However, it was taken as a premise that this impact and the corresponding costs would be minor in our case study.
Planning Period, Expectations, and Discounting
At the decision time in 2007, the expected remaining lifetime of the line between Nodes 5 and 6, cf. Figure 1a , was 10 years. The planning period when comparing the cost for the two alternatives was therefore set to 10 years, i.e., 2007-2016, after which the new line would be needed anyway. For several factors affecting costs (e.g., costs due to energy not supplied) observed values from the period 2007-2016 were applied rather than the corresponding expected values for each year in the next decade seen from 2007, since the expected values in many cases were hard to observe. The interest rate was set to 5% according to the interest rate at the decision time.
The present value of the yearly costs was calculated according to (2) , where C k is the yearly cost for each period, i is the interest rate, and n is the number of years.
In this case, the planning period was 10 years so k runs from 1 to 10 for annuity-immediate, i.e., the period when the cost occurred at the end of each period, while k runs from 0 to 9 for annuity-due, i.e., the cost occurs at the beginning of each period. If the cost occurred in the middle of the period, the average value of annuity-immediate and annuity-due was used.
Investment Cost
For the considered investment in a new line, the expected lifetime of the investment exceeded the planning period. The present value cost within the period of analysis was then calculated in two steps. Firstly, a yearly cost occurring in each year for the whole lifetime of the investment was calculated, with a present value equal to the overnight investment costs. The calculation of the yearly annuity was calculated according to (3) , where C is the overnight investment cost, i is the interest rate, L is the lifetime, and A is the annual cost.
Secondly, the present value of the annual costs in the planning period was calculated according to (2) , with constant yearly cost, i.e., C k = A. The estimated overnight investment cost in 2007 for the new line in Alternative 2 was 162 thousand € per km, and the length of the line was 15.5 km. The lifetime of the investment was set to 60 years. The corresponding present value of the annuity-immediate for the first 10 years was then 1030 thousand €.
Line Removal Cost
The estimated cost for removing the old line was 12.5 thousand € per km. It was assumed that the old line would be torn down as soon as the new line was ready for operation. Hence, for Alternative 1 the tearing cost was assumed to be due at the beginning of the planning period, and for Alternative 2 it is assumed to be due at the end of the planning period.
Operation and Maintenance Cost
The operation and maintenance cost for both the existing line between Nodes 5 and 6, and the proposed new line between Nodes 6 and 7 have been estimated. For the proposed new line between Nodes 5 and 6, the operation and maintenance cost was set to 1.5% of the investment cost per year over 40 years. This is a common practice for Norwegian grid companies. This gave a total present value of 663,230 €. It is assumed that the operation and maintenance cost would be equally distributed per year for the whole lifetime of the lines. As operation and maintenance costs typically occur at different times within a year, the costs were discounted as if they occurred in the middle of each year. This gave a present value in the first 10 years of 280 thousand €.
The yearly operation and maintenance cost for the existing line between Nodes 5 and 6 was calculated in two steps. Firstly, the annual costs were calculated with the methodology described for the new line, using an investment cost of 125 thousand € per km. Secondly, the level of maintenance performed on the line is expected to decrease towards the end of the lifetime on the basis that the line was to be torn down. A linear decrease from the level calculated in the first step down to zero in the final year was therefore estimated. This gave a present value of 170 thousand €.
Cost of Transmission Losses
To calculate the transmission losses, a model of the grid for the two alternatives was developed, and AC power flow simulations were performed for every hour between 2013 and 2015 based on measurements of injected power in the nodes provided by the DSO using the program package MATPOWER [26] in MATLAB ® . Line data used in the model can be found in Appendix A. No major changes in production and consumption have occurred since 2007. By simulating three different years, we were to some extent able to take into account the impacts of climate variability, which is important in the hydropower-dominated Norwegian power system. The measurements of injected power can be found in Table S1 in Supplementary Materials. The total calculated transmission losses by the model during the three years was then used to calculate the average yearly energy losses. Measurements of reactive power were not available for the loads in Node 1 and part of the load in Node 7, so a power factor equal to 0.97 inductive was used for these loads. period, i.e., calculated losses were 7.2% less than the measured losses. A similar comparison is not possible for Alternative 2 because this alternative is not yet realized. However, the underestimation would have existed for both alternatives and is therefore not expected to have a major influence on the difference in estimated losses between the two alternatives. The calculated losses for each alternative and climate year is shown in Table 3 . The monetary value of losses was calculated by the average day-ahead electricity price in the corresponding price zone on the Nordic power exchange Nord Pool in the period 2007-2015, i.e., 36 €/MWh [27] . This gave a present value for the cost of transmission losses of 4200 thousand € for Alternative 1, and 3620 thousand € for Alternative 2. The transmission loss is slightly underestimated in Alternative 2 relative to Alternative 1 for some hours since curtailment of generation would be avoided in this alternative, and thus the net injection would be higher in those hours. Needed curtailments were embedded in our measurement data for the net injection per node. Therefore, we could not know the number of curtailment instances. 
Cost of Energy Not Supplied
The cost of energy not supplied (CENS) for Alternative 1 was set equal to the realized CENS due to faults on the line between Nodes 5 and 6 during the planning period (see Table S2 in Supplementary Materials). The calculation of CENS for Alternative 2 is shown in (4). The calculated losses for each alternative and climate year is shown in Table 3 . The monetary value of losses was calculated by the average day-ahead electricity price in the corresponding price zone on the Nordic power exchange Nord Pool in the period 2007-2015, i.e., 36 €/MWh [27] . This gave a present value for the cost of transmission losses of 4200 thousand € for Alternative 1, and 3620 thousand € for Alternative 2. The transmission loss is slightly underestimated in Alternative 2 relative to Alternative 1 for some hours since curtailment of generation would be avoided in this alternative, and thus the net injection would be higher in those hours. Needed curtailments were embedded in our measurement data for the net injection per node. Therefore, we could not know the number of curtailment instances. 
The cost of energy not supplied (CENS) for Alternative 1 was set equal to the realized CENS due to faults on the line between Nodes 5 and 6 during the planning period (see Table S2 in Supplementary Materials). The calculation of CENS for Alternative 2 is shown in (4) .
The symbols I alt1 and I alt2 represent the length of the overhead lines, as it is not expected any faults on the cable part of the new line due to aging or degradation during the planning period. The symbol i is an index for different CENS types, cf. Table 4 . The symbol a i represents our assumptions for the expected CENS in Alternative 2 relative to Alternative 1, per km overhead line length:
• CENS due to lightning did not change due to the lines in the two alternatives having a similar construction regarding lightning protection, i.e., a Thunder = 1.
• CENS due to unexpected human activities did not change.
• CENS due to aging was reduced to zero in Alternative 2.
• CENS due to other technical failure was reduced by 50% in Alternative 2 because less faults are expected due to corrosion, rot, and wear with the new line.
• CENS due to wind and vegetation was reduced by 50% in Alternative 2, due to the new line being built with a larger phase distance and line height and in a more favorable area. The CENS for the two alternatives are shown in Table 4 . The present value of cost of energy not supplied was then calculated according to (2) for the two alternatives and it was assumed that the cost occurred in the middle of the periods.
Sensitivity Study
A sensitivity analysis was carried out to illustrate how different values for important input variables could affect results. The applied values are shown in Table 5 . For electricity prices, the difference between the low and high value is roughly in accordance with the variation in annual average price in the considered 10-year period. For the transmission losses, the high and low values are set to represent the uncertainty in generation and load due to climate variability, and the uncertainties in the simulation model. Table 6 shows all included costs for the two alternatives. Notably, investment costs for the new line only occurred in Alternative 2. Transmission losses were higher in Alternative 1 because of a lower capacity in the grid. In total, building a new line was 330 thousand € more expensive. This amount was 13% of the overnight investment cost. The impact of the sensitivities described in Table 5 on the extra cost of Alternative 2 compared to Alternative 1 is shown in Figure 3 . From the figure, it can be seen that Alternative 1 is the most attractive solution for all sensitivities given in Table 5 , except for low interest rate. Given the sensitivities in Table 5 , it can also be seen that the investment cost, interest rate, and electricity price are the input parameters with the largest effect on the result of the case study. Table 6 shows all included costs for the two alternatives. Notably, investment costs for the new line only occurred in Alternative 2. Transmission losses were higher in Alternative 1 because of a lower capacity in the grid. In total, building a new line was 330 thousand € more expensive. This amount was 13% of the overnight investment cost. The impact of the sensitivities described in Table 5 on the extra cost of Alternative 2 compared to Alternative 1 is shown in Figure 3 . From the figure, it can be seen that Alternative 1 is the most attractive solution for all sensitivities given in Table 5 , except for low interest rate. Given the sensitivities in Table 5 , it can also be seen that the investment cost, interest rate, and electricity price are the input parameters with the largest effect on the result of the case study. 
Results
Discussion
In this paper, a case study has been performed comparing two different alternatives to integrate a new run-on-river hydro power plant to the grid. A method for comparing different alternatives has been demonstrated and the important cost components have been quantified. 
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The investment cost for transmission lines is mainly determined by the terrain and availability of contractors. The investment cost for the new transmission line in Alternative 2 was estimated by the DSO based on their experience with building similar lines. The sensitivity study showed that the uncertainty in the investment cost could have a large effect on the results of the case study. However, in this case it is very unlikely that the investment cost would be so low that it would alter the conclusion of the case study.
The interest rate also had a major impact on results, as it shifted the relative importance of overnight investment costs vs. all other costs that were applied on a yearly basis. A low interest rate (from 3-5%, which is not very low in 2016) was the only sensitivity that gave lowest total cost for an investment in a new line.
From the results, it can be seen that transmission losses were the largest cost element for both alternatives, when all costs that were equal for both cases were left out. It can also be seen that a substantial reduction in cost due to transmission losses is achieved for the alternative with grid upgrade. In our case study, the replaced power line operated up to its thermal capacity only for a short period each year. In other cases where the grid is heavily loaded for larger periods of the year, grid upgrades might be a more attractive solution.
In this study, measurements of average energy injected into each node per hour were available. These measurements were used as an input in a power flow model to calculate the energy losses for the two alternatives. A comparison of the measured losses and the calculated losses for Alternative 1 showed that the simulations underestimated the losses by 7.2%. One possible explanation for this error was the simplifications made in the modelling of the reactive load, and inaccuracies in modelling of the electrical network i.e., accurate parameters for transmission lines, such as length. These inaccuracies were expected to be similar in both alternatives, so the margin of error was expected to be approximately the same for the calculation of the transmission losses in Alternative 2. From the sensitivity analyses, it can be seen that inaccuracies in the calculation of transmission losses in the considered range did not have a major impact on the final result compared to the uncertainties in other input parameters, such as investment costs.
Electricity prices affect the value of network losses, which was the largest cost factor in our study. Within the planning period, wholesale electricity prices have been falling in Europe due to several factors, including limited growth and increasing renewable power generation. It is possible that electricity prices will be considerably higher in the future, e.g., due to higher emission permit prices. A higher electricity price gives higher value of losses, and thus higher costs of postponing investments in the grid.
The reduction of cost of energy not supplied for the alternative with a new transmission line was difficult to estimate accurately, and estimates were based on guesses. One challenge is that an extraordinary event may lead to a large cost. In this study, a qualitative assessment has been done based on knowledge about the design of the new line in Alternative 2 and local weather conditions. The new line in Alternative 2 is expected to be less exposed to bad weather due to a more favorable location compared to the old line in Alternative 1. However, the sensitivity studies showed that the uncertainties considered in the cost elements for energy not supplied had relatively little effect compared to other cost factors.
The operation and maintenance cost was determined by the DSO based on their experience. There is great uncertainty associated with this cost. This cost type was however relatively small in both cases, and hence the sensitivity analysis showed that the uncertainty in the operation and maintenance cost only had a minor effect on the results.
In this case, the run-on-river hydro power plant made an agreement with a dam hydro power plant to curtail the production when the capacity of the grid was exceeded. As a part of this agreement the run-on-river hydro power plant should compensate the dam hydro power plant in cases were the active power curtailment lead to production loss or adverse production. In the period from 2007-2015 no compensation was necessary, i.e., the costs of production loss or adverse production were zero. In other cases, this might not be true. In cases were the active power production from renewable resources has to be curtailed, the cost of energy loss can be an important factor depending on the amount of time for which network congestion occurs.
Conclusions
The results show that, for this case, active power curtailment is socio-economically beneficial compared to grid upgrades. The alternative of applying active power curtailment had a socio-economic cost of 330 thousand € below the alternative involving grid upgrade in 2007. This equals 13% of the overnight investment cost. The main reason for the lower total costs of this alternative is cost savings due to postponed investment cost for grid upgrades, and no cost associated with production loss or adverse production due to the agreement with a dam hydro power plant to curtail the production.
Supplementary Materials: The following are available online at www.mdpi.com/1996-1073/10/5/632/s1, Table S1 : Energy time series, Table S2 : Cost of energy not supplied.
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Appendix A Table A1 . Line data including R and AC resistance referred to 20 • C and X: reactance in the positive and negative system. 
